Date

3/26/2019

Time

11:00

2nd 80Q's Fire
Tank Volume Updates

29-2-8 2-10-0
80-1 48,713 bbls 4,522 bbls Standby
23-3-14 3-6-0
80-2 38,451 bbls 5,437 bbls Standby
20-3-6 3-8-0
80-3 33,200 bbls 5,441 bbls Standby  |Being Evaluated
20-9-8 4-6-0
80-4 34,808 bbls 7,393 bbls Standby
22-9-8 4-5-0
80-5 35,502 bbls 6,529 bbls Standby
28-10-6
80-6 48,147 bbls n/a Standby
25-6-15 2-3-2
80-7 42,680 bbls 3461 bbls Submersible pump |Standby  |Fixing to restart pumping process
41-11-6 6-0-0
80-8 69,482 bbls 9,072 bbls Standby
80-9 Empty Empty Standby
80-9 n/a n/a Complete
8-11-8 2-2-5
80-10 14,294 bbls 3,207 bbls 553 bbls/hr |inline System Active
31-0-10 31-0-0
80-11 51,741 bbls 51,671 bbls Standby
80-12 Empty Empty Complete
8-6-10 8-3-0
80-13 13,854 bbls 13,356 bbls Standby  |Being Evaluated
9-10-0 0-4-8
80-14 13,837 bbls 264 bbls Inline System Standby |Believe to be just foam and water
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80-15

5-11-6
9,354 bbls

Empty

Complete
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Tank Status Menu  Transfer Method Menu
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